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Heat Detector

Radionics-Div. Detection Systems, 130 Perinton Pkwy, Fairport, NY 14450-9199
Contact: Frank Mioduszewski *(585) 223-4060 Fax (585) 421-4263

Model D322A electronic fixed temperature heat detector (analog) with Model D321A or
D336 A base. Unit consists of resistors, capacitors, diodes, transistors, LED, thermistors,
mounted on a printed wiring board inside an enclosure. Refer to listee's data sheet for
additional detailed product description and operational considerations.

Electrical: 39.5VDC
Temperature Range: 134°F - 149°F

In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction.

Listee's name, model designation, electrical/temperature rating and UL label.

Listed as heat detector for use with Radionics separately listed compatible Model D8024,
D9024 and D10024 fire alarm control units (CSFM Listing No. 7165-0801:166 and
7170-801:176).
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